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MCM2: Public Participation

Describe the opportunity provided for public involvement in the development of the Stormwater Management 

Program (SWMP) during this reporting period:

Posted our SWMP online on 9/28/2020 at https://www.mass.gov/service-details/dcr-stormwater-management. 

No comments were received during this period

Was this opportunity different than what was proposed in your NOI? Yes No

Describe any other public involvement or participation opportunities conducted during this reporting period:

Due to COVID-19 our public involvement and participation opportunities noted in the SWMP did not happen 

during the permit year.  

 

DCR Park Serve Day, originally scheduled for April 25, 2020, was postponed and is tentatively planned to 

take place mid-autumn 2020, depending on the progression of COVID-19 guidance. Park Serve Day typically 

includes volunteers picking up litter, pruning vegetation, and planting flower beds at 37 DCR locations (parks, 

beaches, forests, etc.) 

 

Wachusett Educational Programs were canceled due to COVID-19 concerns. We instead posted Stay at Home 

Activities on our website: https://www.mass.gov/info-details/wachusett-reservoir-watershed-education-

programs 

 

We plan to resume Park Serve Day and the Wachusett Educational Programs in Permit Year 3, if safe to do so.

 

 

 

MCM3: Illicit Discharge Detection and Elimination (IDDE) 

Sanitary Sewer Overflows (SSOs)

Check off the box below if the statement is true.

This SSO section is NOT applicable because we DO NOT have sanitary sewer

Below, report on the number of SSOs identified in the MS4 system and removed during this reporting period.

Number of SSOs identified: 0

Number of SSOs removed: 0

 

MS4 System Mapping

Below, check all that apply. 

The following elements of the Phase I map have been completed:

Outfalls and receiving waters

Open channel conveyances
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Interconnections

Municipally-owned stormwater treatment structures

Waterbodies identified by name and indication of all use impairments

Initial catchment delineations

Optional: Describe any additional progress you made on your map during this reporting period or provide 

additional status information regarding your map:

DCR updated the DCR stormwater drainage database to include layers for all drainage infrastructure elements 

and inspection records for inlets, outlets, BMPs, and manholes. We are continuously updating and refining our 

drainage infrastructure mapping as we conduct our infrastructure and maintenance program and IDDE 

investigation work.

 

Screening of Outfalls/Interconnections

If conducted, please submit any outfall monitoring results from this reporting period. Outfall monitoring 

results should include the date, outfall/interconnection identifier, location, weather conditions at time of 

sampling, precipitation in previous 48 hours, field screening parameter results, and results from all analyses.

The outfall screening data is attached to the email submission

The outfall screening data can be found at the following website:

https://vhb.maps.arcgis.com/apps/webappviewer/index.html?

id=87a35a2683aa4478a07ade7ffb7c1b2a

  

Below, report on the number of outfalls/interconnections screened during this reporting period.

Number of outfalls screened: 1,050

 

Catchment Investigations

If conducted, please submit all data collected during this reporting period as part of the dry and wet weather 

investigations. Also include the presence or absence of System Vulnerability Factors for each catchment.

The catchment investigation data is attached to the email submission

The catchment investigation data can be found at the following website:

https://vhb.maps.arcgis.com/apps/webappviewer/index.html?

id=87a35a2683aa4478a07ade7ffb7c1b2a

  

Below, report on the number of catchment investigations completed during this reporting period.

Number of catchment investigations completed this reporting period: 10

  

Below, report on the percent of catchments investigated to date.

Percent of total catchments investigated: 0.6

Optional: Provide any additional information for clarity regarding the catchment investigations below:

Screening information completed during this reporting period for outfalls with dry weather flow  is included in 

the IDDE Report for Permit Year 2. Catchment investigations were focused on Problem Outfalls with 

historical or newly identified suspect flows.

 

IDDE Progress
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 1 Executive Summary 

1 
Executive Summary 
This Illicit Discharge Detection and Elimination (IDDE) Report for Permit Year 2 (July 1, 2019-

June 30, 2020) has been developed by VHB for the Massachusetts Department of 

Conservation and Recreation (DCR) to track progress towards the requirements of the United 

States Environmental Protection Agency’s (EPA) 2016 National Pollutant Discharge 

Elimination System (NPDES) General Permit for Stormwater Discharges from Small Municipal 

Separate Storm Sewer Systems (MS4) in Massachusetts, hereafter referred to as the “2016 

Massachusetts MS4 Permit” or “MS4 Permit.”  

This report documents progress of the IDDE program, developed to fulfill Minimum Control 

Measure 3 of the MS4 Permit. The goal of the IDDE program is for DCR to systematically 

identify and eliminate sources of non-stormwater discharges to its storm sewer system and 

implement procedures to prevent such discharges.  

Activities under the IDDE program include outfall/ interconnection screening, catchment 

investigations, and illicit discharge removal. During this permit year, the IDDE program tasks 

completed included outfall/ interconnection screening in dry weather and catchment 

investigations focused on Problem Outfalls performed by the Project Team of VHB and 

subconsultant Stacy DePasquale Engineering, Inc (SDE). The Project Team did not complete 

wet weather screening and, while potential illicit discharges were followed up on, no illicit 

discharge removal was necessary.   

Table 1 summarizes the screening conducted in Permit Year 2. 
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Table 1 Permit Year 2 Screening and Sampling Summary 

 
 Fall Spring Total 

 
Regulated Outfalls   1,641 

Dry Weather Outfall Screened 567 485 1,052 

Outfalls with Flow 28 25 53 

Wet Weather Outfall Screened 0 0 0 

Outfalls with Flow 0 0 0 

Catchment 

Investigations 

Problem Outfall Investigations Performed 3 4 7 

High/Low Outfall Investigations Performed 0 0 0 

Illicit Discharges Discharges Identified 0 0 0 

Gallons Removed 0 0 0 

As required by the permit, each outfall was categorized as problem, high, low or exempt 

outfalls as part of the Year 1 update to the IDDE plan.  These categories were reviewed to 

reflect results from this year’s sampling to update priorities prior to performing catchment 

investigations. Table 2 summarizes the updated outfall prioritization.  

Table 2 Outfall Prioritization 

Prioritization Category # of Outfalls 

Historical Problem 7 

New Problem 8 

High 1,186 

Low 288 

Exempt 152 

Total 1,641 

 

The Permit Year 2 catchment investigations included outfalls which were identified by DCR in 

Permit Year 1 as problem outfalls (historical problem outfalls in table above). These 7 outfalls 

prioritized for catchment investigation were outfalls to Stacey Brook in Lynn and Swampscott 

(2 outfalls), Morrissey Boulevard in Quincy (1 outfall), Tenean Beach in Quincy, and Wollaston 

Beach (3 outfalls) in Quincy. An additional 4 outfalls at Wollaston Beach were investigated 

but determined to be the City of Quincy’s. DCR and VHB/SDE have performed extensive 

follow up on these outfalls and have either determined that the flow is from municipal 

interconnections and are working with the municipality to follow up, identified the likely 

source of flow as groundwater and capped the pipes, or are still chasing the possible illicit 

discharge. No illicit discharge was formally identified and/or removed. 
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 3 Outfall/Interconnection Screening 

2 
Outfall/Interconnection Screening 
In accordance with the MS4 Permit, DCR has ranked outfalls as Problem, High Priority, Low 

Priority or Excluded. This ranking determines the priority order for screening outfalls and 

interconnections pursuant to part 2.3.4.7.b of the MS4 Permit. The outfall screening in Permit 

Year 2 focused on Dry Weather Screening. A total of 1,052 outfalls were screened for the 

presence of dry weather flow in Permit Year 2. Dry weather flow1 is a common indicator of 

potential illicit connections. The MS4 Permit requires all outfalls and/or interconnections 

(excluding Problem and Excluded Outfalls) to be screened for the presence of dry weather 

flow. Wet weather screening is also required if there are any System Vulnerability Factors 

(SVFs) in a given catchment. Wet weather screening was not conducted in Permit Year 2 

since the focus was on meeting the more near-term dry weather screening deadline (end of 

Permit Year 3) and following up on Problem Outfall catchment investigations. 

2.1 Dry Weather Screening and Sampling 

This section summarizes the dry weather screening completed by VHB’s subconsultant SDE 

in Fall 2019 and Spring 2020 to support DCR’s compliance with the IDDE investigation 

requirements in the MS4 Permit (Section 2.3.4.7.b). The goal of outfall screening was to 

identify outfalls with dry weather flow, sample for the required parameters, and review the 

priority ranking of the outfall based on sampling results. Outfalls meeting likely sewer input 

indicators2 were prioritized at the top of the High Priority list for follow-up. Due to the 

 
1  Dry weather flow is defined as flow occurring when no more than 0.1 inches of rainfall has occurred in the previous 24-hour period and 

no significant snow melt is occurring. 

2  As defined in the MS4 permit, likely sewage input indicators are any of the following:  
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statewide nature of the outfalls we have developed a webmap3 for showing the location of 

the areas investigated (for more information on outfall-specific locations, please contact DCR 

Stormwater Unit).   

Table 3 Dry Weather Screening and Sampling 

 Fall Spring Total 
% of Total 

Outfall Screened 567 485 1,052 64% 

Outfalls with Dry Weather Flow 28 25 53 5% 

 

The outfalls were visited when no more than 0.1 inches of rainfall had occurred in the 

previous 24-hour period and no significant snow melt was occurring. Dry weather screening 

will resume again in summer 2020 and be completed by the end of Permit Year 3 (June 

2021). SDE captured samples at the flowing outfalls to conduct water quality sampling, as 

specified in the MS4 Permit.  

In accordance with procedures indicated in DCR’s IDDE Plan developed to meet the 

requirements in the MA MS4 permit (Section 2.3.4.7.b.iii.4.b), SDE took both field 

measurements and collected samples for lab analysis. SDE performed field measurements for 

ammonia, chlorine, conductivity, salinity, surfactants (detergents), and temperature. The MS4 

permit also states that samples shall be analyzed for Escherichia coli (E. coli) for outfalls 

discharging to a freshwater receiving waterbody or Enterococcus for a saline or brackish 

receiving waterbody and the receiving waterbody’s pollutant of concern.4 The samples were 

lab analyzed for E. coli or Enterococcus and the applicable pollutants of concern. SDE used a 

field probe to measure dissolved oxygen if it was an applicable pollutant of concern.  

Table A-1 in Appendix A summarizes the field and lab sample results for the outfalls with 

dry weather flow. The remainder of the outfalls screened had no dry weather flows. 

2.2 Outfall Prioritization Categories Review 

The results of dry weather screening must be reviewed and used to update the outfall 

prioritization categories each year as part of the annual report. For outfalls with no dry 

weather flow the outfall remained in the same priority category. For outfalls with dry weather 

flow, VHB and SDE reviewed the results and recommend next steps based on sampling 

results, the sewage indicator criteria included in the MS4 permit, and DCR’s IDDE plan. This 

 

• Olfactory or visual evidence of sewage, 

• Ammonia ≥ 0.5 mg/L, surfactants ≥ 0.25 mg/L, and bacteria levels greater than the water quality criteria applicable to the receiving 

water, or 

• Ammonia ≥ 0.5 mg/L, surfactants ≥ 0.25 mg/L, and detectable levels of chlorine (0.02 mg/L). 

 

3 IDDE Report Webmap address: https://vhb.maps.arcgis.com/apps/webappviewer/index.html?id=87a35a2683aa4478a07ade7ffb7c1b2a 

4 Where the discharge is directly into a water quality limited water or a water subject to an approved TMDL as indicated in Appendix F of the 

MS4 permit; the sample shall be analyzed for the pollutant of concern identified as the cause of the impairment as specified in Appendix 

G of the MS4 permit. 

https://vhb.maps.arcgis.com/apps/webappviewer/index.html?id=87a35a2683aa4478a07ade7ffb7c1b2a
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review included determining if a higher priority category was appropriate for a particular 

outfall. Recommended next steps fall into the following categories: 

› Problem Outfalls: Catchment Investigation Prioritized 

› High Priority: Move on to Catchment Investigation 

› Low Priority: Move on to Catchment Investigation 

Table 4 Outfall Prioritization 

Prioritization Category # of Outfalls 

Problem 15 

High 1,186 

Low 288 

Exempt 152 

Total 1,641 

2.2.1 Problem Outfalls 

Seven (7) outfalls were identified as Problem Outfalls in Permit Year 1 as part of historical 

issues and thus were not screened pursuant to part 2.3.4.7.b of the permit which indicates 

that the issue should be resolved before dry weather screening is performed. These outfalls 

are discussed in Section 3, Catchment Investigations.  

The dry weather outfall screening this year identified eight (8) additional outfalls which were 

moved into the Problem Outfall category after review of the dry weather sampling results. 

VHB/SDE determined that these outfalls have potential sewage input based on the permit 

IDDE criteria and therefore should be prioritized for further investigation. These follow-up 

investigations which will include review of upstream structures and identification of the 

potential source(s) should be rolled into the initial stages of the catchment investigations 

and performing the wet weather sampling. The catchment investigations and wet weather 

sampling, if appropriate, need to be completed by Year 7 (July 2025) for Problem Outfalls.5   

2.2.2 High Priority 

VHB/SDE identified 45 outfalls that have slightly elevated concentrations of pollutants but 

do not exceed the MS4 permit sewage indicator criteria. Each of these outfalls had been 

classified as High Priority and VHB/SDE recommends that these outfalls remain categorized 

as such. The remainder of the High Priority outfalls screened this year either had no flow or 

results did not indicate elevated concentrations of pollutants but due to the listed 

impairments of the receiving waters these outfalls will remain classified as High Priority.  DCR 

is required to complete catchment investigation of High Priority catchments and perform 

wet weather sampling, if appropriate, within 10 years of the permit effective date (July 1, 

2027). 

 
5 MS4 Permit Section 2.3.4.8.a 
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2.2.3 Low Priority 

The remainder of outfalls screened this year were categorized as Low Priority and did not 

indicate signs of illicit connections. Therefore, these outfalls remain categorized as Low 

Priority6. Catchment investigations for low priority outfalls must be completed within 10 

years of the permit effective date (July 1, 2027). 

2.2.4 Exempt 

Outfalls/interconnections with no potential for illicit discharges may be excluded from the 

IDDE program. The permit identifies that drainage from the following categories below can 

be excluded:  

› Roadway drainage in undeveloped areas with no dwellings and no sanitary sewers,  

› Drainage for athletic fields, parks, or undeveloped green space and associated parking 

without services, or  

› Cross-country drainage alignments (that neither cross nor are in proximity to sanitary 

sewer alignments) through undeveloped land. 

DCR has identified outfalls to be excluded from the IDDE program as they are located away 

from presumed sanitary sewer systems, in undeveloped areas based on land use, and not in 

proximity to DCR building with restrooms. DCR will continue to refine excluded outfall status 

through catchment investigations and GIS analysis. 

2.3 Wet Weather Screening and Sampling 

Where a minimum of one system vulnerability factor (SVF) is identified based on previous 

information or the catchment investigation, a wet weather investigation must also be 

conducted at the associated outfall. No wet weather sampling occurred during Permit Year 

2. However, VHB and SDE began screening locations to identify SVFs. It is anticipated that 

wet weather screening will begin in Permit Year 3. 

 
6 MS4 Permit Section 2.3.4.7.c.i 
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3 
Catchment Investigations 
DCR must perform catchment investigations on all non-excluded outfalls as part of the IDDE 

program.  Catchment investigations in Permit Year 2 focused on Problem Outfalls, which 

include outfalls/interconnections with known or suspected contributions to illicit discharges. 

In accordance with the MS4 Permit, Problem Outfall investigations must begin within two (2) 

years of the permit effective date and be completed within seven years of the permit 

effective date. DCR began/ continued review of all the known Problem Outfalls. The permit 

requires that all catchment investigation be completed by Permit Year 10. 

Table 5 Catchment Investigations Completed 

 Permit Year 2 

Problem  1 

High Priority  0 

Low Priority  0 

3.1 Problem Catchment Investigations 

Before the permit took effect, DCR had identified problem outfalls in four areas based on 

historic information or ongoing issues identified. Catchments associated with these areas 

were prioritized for investigation as noted below. 

› Stacey Brook, Lynn and Swampscott  

› Morrissey Boulevard, Quincy  
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› Tenean Beach, Quincy  

› Wollaston Beach, Quincy  

For the catchment investigations the field crews investigated the systems by opening key 

junction manholes upstream of the outfalls. Data pertaining to interconnections and 

unmapped pipes were recorded by the field team. Water sample were taken if flow was 

observed in a particular pipe. If a pipe was dry, a sandbag was placed for a minimum of 48 

hours to capture intermittent flows. The field crew sampled for parameters including 

temperature, conductivity, pH, salinity, ammonia, chlorine, and surfactants as outlined in 

DCR’s IDDE Plan. All samples collected during the field investigation were also sent to the lab 

to be tested for Enterococcus.  

Table 6 High Priority Catchment Investigations Status 

 Permit Year 2 

Underway 6 

Completed 1 

Other* 4 

*Outfalls were determined to be another MS4s outfall 

3.1.1 Stacey Brook 

The storm drainage area, comprised of two (2) outfalls under review, is located around 

Stacey Brook in Lynn and Swampscott, MA. Stacey Brook flows underground through a 6-

foot culvert and discharges through an outfall on Red Rock Beach and ultimately into 

Nahant Bay. There is a second outfall adjacent to the first. DCR’s drainage network to these 

outfalls is mostly limited to Lynn Shore Drive, Red Rock Beach, and the landscaped areas 

between the roadway and beach; it also includes a portion of Eastern Ave and Humphrey 

Street. These outfalls were flagged as Problem Outfalls based on previous sampling results 

indicating high bacteria (both E. Coli and Enterococcus) as well as the presence of 

pharmaceutical indicators that suggested the presence of human waste. 

The dry weather investigation occurred over several days in May and June 2019. Based on 

sampling results, the area of interest was narrowed to the infrastructure along Humphrey 

Street in Swampscott. This infrastructure was CCTVed and an illicit connection to DCR’s 

infrastructure was not readily identified but the dry weather flows continued to show 

elevated parameters. Based on the investigation it was determined that the flow could be 

coming from one of the Swampscott residences adjacent to the area of interest. DCR sent a 

letter to the Town of Swampscott in November 2019 with a summary of the sampling results 

and recommended next steps to dye-test several Swampscott residences. COVID remote 

working impacted DCR’s meeting with Swampscott and DCR is still working with Swampscott 

to investigate and remove, if applicable, the source so DCR can perform follow up testing.  

The second outfall, located in Lynn, will be screened for potential SVFs and if present, wet 

weather screening will be conducted before considering this catchment investigation 

complete. 
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3.1.2 Morrissey Boulevard 

The storm drainage system is located along Morrissey Boulevard in Quincy, MA and includes 

one (1) outfall. The outfall drains to the mouth of the Neponset River and ultimately 

Dorchester Bay. This outfall was flagged as a Problem Outfall based on previous sampling 

results from both the Boston Water and Sewer Commission (BWSC) and DCR showing 

elevated levels of Enterococcus. BWSC shares sampling data with DCR on an annual basis in 

locations where its system interconnects with DCR’s system. 

The dry weather investigation occurred over several days in July 2019. Based on sampling 

results, the areas of interest were narrowed to the intersection of Morrissey Boulevard and 

Tenean Street and near the intersection of Morrissey Boulevard and McKone Street. DCR 

performed follow-up investigations of the infrastructure in the areas of interest and bricked 

off the connections from several pipes that were identified during CCTV investigation but 

not included on the map and were confirmed to be abandoned by CCTV investigation.  

In order to further confirm the source of the dry weather flow and since there are BWSC 

sewer lines intersecting the DCR stormwater infrastructure DCR reached out to BWSC in 

November 2019 with a summary of sampling results and a request to share information and 

investigate some of the adjacent sewer lines. DCR is awaiting a response from this request 

and COVID delayed following up with them.  Further investigation and possible sampling to 

further narrow down the dry weather flow will be needed before DCR can move on to wet 

weather sampling and complete this catchment investigation. 

3.1.3 Tenean Beach 

The storm drainage system is located immediately south of Tenean Beach in Quincy, MA. 

The system extends from the parking area and through the park to one (1) outfall draining to 

the mouth of the Neponset River and ultimately Dorchester Bay. This outfall was flagged as a 

Problem Outfall based on previous sampling results showing elevated levels of Enterococcus. 

The dry weather investigation occurred over several days in July 2019, September 2019, and 

February 2020. The July 2019 investigation narrowed the areas of interest to two previously 

unmapped pipes and two (2) catch basins. DCR determined the two unmapped pipes were 

no longer in use and these were capped. The catch basins and surrounding infrastructure 

were reviewed by DCR staff and it was confirmed that there were no illicit connections. DCR 

then cleaned the entire drainage system. Samples were taken from two (2) catch basins in 

September 2019 following the cleaning and sampling results showed a decrease in 

Enterococcus.  

To close out the problem outfall catchment investigation per the permit, the outfall was 

sampled in February 2020, which was the soonest available dry weather screening window, 

to conduct sampling after DCR conducted all follow-up actions. Since sampling results at the 

outfall did not exceed MS4 sewer input indicators and no SVFs have been identified in this 

area to require wet weather screening, the outfall catchment investigation for this drainage 

system is now considered complete. 
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3.1.4 Wollaston Beach 

There were seven (7) outfalls investigated along Wollaston Beach in Quincy, MA. The 

infrastructure for each of the catchments was generally along Quincy Shore Drive and the 

beach. All of the outfalls drain directly to Quincy Bay. These outfalls were flagged as Problem 

Outfalls based on previous sampling results showing elevated levels of Enterococcus. 

The dry weather investigation occurred in November 2019 and February 2020. The 

November investigation was cut short due to weather and the next favorable weather 

window was not until February 2020. The November and February investigations narrowed 

the area of interest to two (2) outfalls with the remaining five (5) not showing signs of 

potential illicit discharges based on the sewer input indicators outlined in the MS4 Permit. 

DCR performed follow-up structure investigations including CCTV and cleaning of the two 

(2) systems. No illicit connections were identified during these follow-up investigations.  

Additionally, four (4) outfalls were determined to be City of Quincy outfalls, including the 

two (2) outfalls with potential illicit discharges. The ownership of these outfalls has been 

updated in DCR’s database and removed as MS4 outfalls. DCR will follow-up with the City of 

Quincy to share sampling results.  

This catchment investigation is not yet considered complete. For the outfalls determined to 

be the City of Quincy, DCR may need to re-sample the interconnection point between DCR’s 

infrastructure and the City of Quincy’s infrastructure. Finally, pending identification of SVFs, 

wet weather screening may need to be completed. The dry weather investigation for the 

three (3) outfalls confirmed as DCR’s is now considered complete. 

3.2 High Priority Catchment Investigations 

In Permit Year 2, DCR focused on investigating the historical Problem Outfalls discussed 

above. Although there were no High Priority catchment investigations completed, DCR did 

finalize its catchment investigation procedures as documented in its IDDE Plan and has 

continued to refine the priority ranking of outfalls through dry weather outfall screening. 

3.3 Low Priority Catchment Investigations 

There were no Low Priority catchment investigations completed in Permit Year 2 since DCR 

was focused on investigating the historical Problem Outfalls discussed above. DCR did 

finalize its catchment investigation procedures as documented in its IDDE Plan and has 

continued to refine the priority ranking of outfalls through dry weather outfall screening. 

3.4 Confirmation of Illicit Discharges Removed Catchment 

Investigations 

DCR is still working to pinpoint the source of the dry weather discharges with potential illicit 

flows as described above. Since no illicit discharges were found and removed during Permit 

Year 2 DCR did not perform any confirmation investigations, which make sure that the 
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removal of that discharge addressed the problem and there are no other potential illicit 

discharges. In future years, this section will report on the follow-up sampling.
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4 
Illicit Discharge Removal 
As detailed in Section 3, Catchment Investigations, DCR is in the process of conducting 

Problem Outfall investigations. DCR was able to narrow the area of interest for each of the 

Problem Outfall catchments but have not confirmed that there is an illicit discharge. In future 

years, this section will report on the number of illicit discharges removed and provide the 

following details for each discharge:  

› Location,  

› Description of the discharge,  

› Method and date of discovery, 

› Date of elimination,  

› Mitigation or enforcement action or planned corrected measures and schedule for 

completing the illicit discharge removal, and  

› Estimated gallons of flow removed. 

Table 7 Illicit Discharge Removal 

 Permit Year 2 Overall Program 

# of Illicits Located 0 0 

# of Illicits Removed 0 0 

Estimated Illicit Flow Removed (gal) 0 0 
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 A1 Appendix A – Dry Weather Screening Results 

Appendix A – Dry Weather Screening Results  

Table A-1:  Permit Year 2 Dry Weather Investigation Results for Systems with Flow 
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≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

 Problem Outfall: Follow-up Catchment Investigation Prioritized  

34608.30 

Off Greenough 

Blvd. Wetlands 

nearby. 

Charles River 

MA72-36 
High 10/16/19 59.0 4.18 7.32 2.2 4.0 0.00 0.75 370 0.031 - - 7.6 <1.6 - 

Clear flow, no 

odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 

21979.00 

Off Fellsway near 

Mystic River 

Reservation 

Mystic River 

MA71-02 
High 5/28/2020 19.1 2690 8.01 1.4 0.8 0.00 0.75 680 0.074 - - 7.11 - 2 

Cloudy Flow, 

Musty odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 

27645.00 

Off Mystic View 

Road near 

Gateway Park 

Malden River 

MA71-05 
High 6/3/2020 20.3 4170 8.05 2.2 10.0 1.06 0.75 90 0.626 - 150 6.81 - - 

Clear Flow, 

Sheen/Scum 

Present, No Odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 

27646.00 

Off Mystic View 

Road near 

Gateway Park 

Malden River 

MA71-05 
High 6/3/2020 19.6 3.5 7.85 0 0.6 0.21 0.50 720 2.470 - - 10.77 - 38 

Clear Flow, No 

Odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 

22021.00 

Off Mystic Valley 

Parkway near 

Mystic River 

Reservation 

Mystic River 

MA71-02 
High 6/3/2020 20.1 5840 7 3.1 6.0 0.40 1.00 550 0.555 <0.004 - 3.59 - - 

Clear Flow, 

Sheen/Scum 

Present, No Odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 

22724.00 

Off Mystic Valley 

Parkway near 

Mystic River 

Reservation 

Mystic River 

MA71-02 
High 6/3/2020 19.9 860 7.41 0.4 10.0 0.95 2.00 >80,000 4.49 <0.004 - 4.43 - - 

Cloudy Flow, 

Sheen/Scum 

Present, Sharp, 

pungent odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 

22018.00 

Off Mystic Valley 

Parkway near 

Mystic River 

Reservation 

Unnamed 

Tributary 

MA71-13 

High 6/4/2020 21.1 3520 8.02 1.8 0.8 0.14 1.00 320 - - - - - - 
Cloudy Flow, No 

Odor 

Exceeded sewage input indicators suggest 

potential illicit discharge. 
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Sewage 
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≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

38008.00 

(MH666666

7463) 

Off Ocean Ave 

near Revere St 

Lynn Harbor 

MA93-53 
High 6/23/2020  19.1 999 6.78 999 0 0.34 2 - - - >80,000 - - - 

Sample taken at 

upstream 

manhole 

6666667463.  

 High Priority: Move on to Catchment Investigation 

19067.00 

Off Greenough 

Blvd, wetlands and 

clay-capped 

landfill nearby. 

Charles River 

MA72-36 
High 10/21/19 61.9 1.82 7.55 0.9 4.0 0.00 0.50 <10 0.035 - - 3.3 <1.4 - 

Tan to light 

brown cloudy 

flow, no odor 

Results do not exceed the sewage indicator 

criteria, but ammonia and surfactants 

higher than expected stormwater with 

observation of colored cloudy flow 

indicates some follow up should be done 

before moving to potential wet weather 

sampling if SVFs are identified. 

16506.00 

Off Soldiers Field 

Rd, downstream of 

intersection with 

Arsenal St. 

Charles River 

MA72-36 
High 10/16/19 64.2 5.00 6.59 2.7 10.0 0.00 1.50 <10 1.35 - - 7.4 <1.6 - 

Tea/coffee cloudy 

flow, no odor; 

sheen/scum 

present, oily 

sheen and 

mineral deposits 

Results do not exceed the sewage indicator 

criteria, but ammonia and surfactants 

higher than expected stormwater values 

and observation of cloudy flow with 

sheen/scum indicates some follow up 

should be done before moving to potential 

wet weather sampling. 

19074.00 

Off Greenough 

Blvd, across the 

street from 

Cambridge 

Cemetery. 

Charles River 

MA72-36 
High 10/15/19 68.0 6.29 6.96 3.5 4.0 0.00 0.50 20 0.197 - - 1.9 <1.6 - 

Clear flow, no 

odor; sheen/scum 

present, iron 

bacteria 

Results do not exceed the sewage indicator 

criteria, but ammonia and surfactants 

higher than expected stormwater values 

and observation of sheen/scum indicates 

some follow up should be done before 

moving to potential wet weather sampling. 

19073.00 

Off Greenough 

Blvd, across the 

street from 

Cambridge 

Cemetery. 

Charles River 

MA72-36 
High 10/15/19 62.4 2.72 8.06 1.3 3.0 0.00 0.25 30 0.188 - - 2.4 <1.6 - 

Clear flow, no 

odor; sheen/scum 

present, iron 

bacteria 

Results do not exceed the sewage indicator 

criteria, but ammonia and surfactants 

higher than expected stormwater values 

and observation of sheen/scum indicates 

some follow up should be done before 

moving to potential wet weather sampling. 



IDDE Report Permit Year 2 

 

 A3 Appendix A – Dry Weather Screening Results 

O
u

tf
a
ll

 I
D

 

L
o

c
a
ti

o
n

 

R
e
c
e
iv

in
g

 

W
a
te

rb
o

d
y
 N

a
m

e
 

a
n

d
 I

D
 

P
Y

 1
 O

u
tf

a
ll

 

P
ri

o
ri

ty
 

S
a
m

p
le

 D
a
te

 

T
e
m

p
 (

o
F
) 

C
o

n
d

u
c
ti

v
it

y
 

(µ
S

/c
m

) 

p
H

 

S
a
li

n
it

y
 (

p
p

m
) 

A
m

m
o

n
ia

 (
m

g
/L

) 

C
h

lo
ri

n
e
 (

m
g

/L
) 

S
u

rf
a
c
ta

n
ts

 (
m

g
/L

) 

E
. 
c
o

li
 (

M
P

N
/ 

1
0

0
 

m
L
) 

T
o

ta
l 

P
h

o
sp

h
o

ru
s 

(m
g

/L
) 

A
rs

e
n

ic
, 
T

o
ta

l 

(m
g

/L
) 

F
e
c
a
l 

C
o

li
fo

rm
 

(C
F
U

/1
0

0
 m

L
) 

D
is

so
lv

e
d

 O
x
y
g

e
n

 

(m
g

/L
) 

O
il

 a
n

d
 G

re
a
se

 

(m
g

/L
) 

T
o

ta
l 

S
u

sp
e
n

d
e
d

 

S
o

li
d

s 
(m

g
/L

) 

V
is

u
a
l/

 O
lf

a
c
to

ry
 

O
b

se
rv

a
ti

o
n

s 

N
o

te
s 

Sewage 

indicator a 

   

    

 
≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

19326.00 

(sample 1) 

Off Storrow Dr, 

near the esplanade 

outdoor gym. 

Charles River 

MA72-38 
High 10/2/19 72.3 3.36 7.31 1.8 4.0 0.00 0.50 10 0.73 - - 6.2 - <2 - 

Could not locate outfall – sample taken at 

MH19816.00 which is just upstream of 

outfall location on maps. 

19326.00 

(sample 2) 

Off Storrow Dr, 

near the esplanade 

outdoor gym. 

Charles River 

MA72-38 
High 10/2/19 70.7 2.20 7.49 1.0 3.0 0.00 0.25 50 1.38 - - 4.5 - <2 - 

Could not locate outfall – sample taken at 

MH19791.00 which is just upstream of 

outfall location on maps. 

19634.00 

Off Storrow Drive, 

near Hatch 

Memorial Shell. 

Charles River 

MA72-38 
High 10/1/19 65.5 2.02 7.05 1.0 2.0 0.00 0.50 20 0.453 - - 9.2 - <2 

Clear flow, no 

odor 
 

18956.00 

Off Storrow Drive, 

between Anderson 

Memorial Bridge 

and John W. 

Weeks Footbridge. 

Charles River 

MA72-36 
High 10/7/19 73.2 4.46 7.25 2.4 4.0 0.00 0.25 190 0.183 - - 8.0 <1.6 - 

Cloudy flow, no 

odor 
 

18985.00 

Off Greenough 

Blvd, near the 

Winsor Belmont 

Hill Boathouse. 

Charles River 

MA72-36 
High 10/15/19 68.4 2.63 7.45 1.3 5.0 0.00 0.00 <10 0.122 - - 5.6 <1.6 - -  

19132.00 

Off Pleasant St, 

upstream of 

Charles River 

Greenway Bridge. 

Charles River 

MA72-07 
High 10/21/19 61.0 0.82 6.71 0.4 0.0 0.00 0.00 1,800 0.044 - - - - - 

Clear flow, no 

odor 

E. coli elevated levels could be due to dog 

or bird waste. 

19130.00 

Off Charles River 

Rd, near 

Watertown 

Riverfront Park. 

Charles River 

MA72-36 
High 10/21/19 60.8 2.09 7.25 1.1 0.0 0.00 0.00 1,800 0.039 - - 7.8 <1.4 - 

Clear flow, no 

odor 

E. coli elevated levels could be due to dog 

or bird waste 

21250.00 

From Community 

Rowing parking 

lot, by Daly Field. 

Charles River 

MA72-36 
High 10/21/19 66.6 1.59 7.60 0.8 2.0 0.00 0.25 <10 0.122 - - 7.5 <1.4 - 

Light yellow flow, 

no odor 
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Sewage 

indicator a 

   

    

 
≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

19307.00 

Off Storrow Dr, 

downstream of 

Boston University 

Bridge. 

Charles River 

MA72-38 
High 10/1/19 66.6 1.40 7.54 0.7 0.6 0.00 0.00 10 1.38 - - 8.0 - <2 - 

High phosphorus level but no sewage 

indicators 

18978.00 

Off Hingham St, 

upstream of 

Western Ave 

Bridge. 

Charles River 

MA72-36 
High 10/1/19 70.9 1.08 7.09 0.5 0.1 0.00 0.00 50 0.075 - - 6.5 <1.6 - 

Clear flow, no 

odor 
 

19116.00 

Off Memorial Dr, 

upstream of 

Anderson 

Memorial Bridge. 

Charles River 

MA72-36 
High 10/7/19 70.9 3.58 7.45 1.9 0.8 0.00 0.00 270 0.161 - - 7.2 <1.6 - - 

Results exceed the sewage indicator criteria, 

and ammonia higher than expected 

stormwater values indicates some follow up 

should be done before moving to potential 

wet weather sampling. 

14328.00 

Off Memorial Dr, 

downstream of 

Eliot Bridge. 

Charles River 

MA72-36 
High 10/7/19 70.2 3.19 6.72 1.7 3.0 0.00 0.00 240 0.285 - - 6.0 <1.6 - - 

Results exceed the sewage indicator criteria, 

and ammonia higher than expected 

stormwater values indicates some follow up 

should be done before moving to potential 

wet weather sampling. 

19075.00 

Off Greenough 

Blvd, across the 

street from 

Cambridge 

Cemetery. 

Charles River 

MA72-36 
High 10/15/19 60.6 1.23 7.60 0.6 0.0 0.00 0.00 70 0.044 - - 7.6 <1.6 - 

Clear flow, no 

odor 
 

19062.00 

Off Greenough 

Blvd, near 

intersection with 

Grove St. 

Charles River 

MA72-36 
High 10/16/19 58.3 1.87 7.63 0.9 0.0 0.00 0.00 10 0.02 - - 13.9 <1.6 - 

Clear flow, no 

odor 
 

34281.10 

From Community 

Rowing, near Daly 

Field. 

Charles River 

MA72-36 
High 10/16/19 66.0 1.67 7.12 0.8 0.8 0.00 0.25 <10 0.066 - - 5.8 <1.6 - 

Clear flow, no 

odor 
 

18989.00 
From 304 Pleasant 

St. 

Charles River 

MA72-07 
High 10/21/19 64.0 1.15 6.86 0.6 0.0 0.00 0.00 390 0.052 - - - - - 

Cloudy flow, no 

odor 
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≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

26953.00 

From parking lot 

near intersection 

of Moody St and 

Pine St, 

downstream of 

Moody St bridge 

and dam. 

Charles River 

MA72-07 
High 10/21/19 63.1 1.62 7.17 0.8 0.0 0.16 0.00 10 0.020 - - - - - 

Clear flow, no 

odor 
 

26463.00 

Upstream of 

Newton Street 

Bridge. 

Charles River 

MA72-07 
High 10/21/19 61.3 0.18 7.66 0.0 0.0 0.00 0.00 <10 0.028 - - - - - 

Clear flow, no 

odor 
 

37369.60 

Off Nonantum Rd, 

upstream of North 

Beacon St bridge. 

Charles River 

MA72-36 
High 10/21/19 72.1 2.13 6.97 1.1 0.8 0.00 0.25 20 0.116 - - 7.6 <1.4 - 

Clear flow, rotten 

eggs/hydrogen 

sulfide odor 

 

19155.00 

Off Nonantum Rd, 

upstream of North 

Beacon St bridge. 

Charles River 

MA72-36 
High 10/21/19 65.8 2.95 8.35 1.5 0.1 0.00 0.50 280 0.044 - - 8.5 <1.4 - 

Clear flow, no 

odor 

Results exceed the sewage indicator criteria, 

and surfactants higher than expected 

stormwater values indicates some follow up 

should be done before moving to potential 

wet weather sampling. 

157856.08 

Off Greenough 

Blvd, downstream 

of Arsenal St 

bridge. 

Unnamed 

Tributary 

MA72-32 

High 10/21/19 58.5 1.52 7.28 0.8 0.2 0.00 0.00 330 - - - - - - 
Cloudy flow, no 

odor 
 

21261.00 From Daly Field. 
Charles River 

MA72-36 
High 10/22/19 61.9 0.32 7.40 0.1 0.1 0.00 0.25 <10 0.035 - - 7.4 <1.4 - 

Clear flow, no 

odor 
 

19114.00 

Off Nonantum Rd, 

near Daly Rink. 

Receiving flow 

from MassDOT (I-

90). 

Charles River 

MA72-36 
High 10/22/19 59.9 2.07 7.14 1.1 0.2 0.00 0.50 <10 0.042 - - 7.5 <1.4 - 

Tea/coffee cloudy 

flow, musty odor 
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≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

11920.00 

Off Charles River 

Rd, near 

Watertown 

Riverfront Park. 

Charles River 

MA72-36 
High 10/22/19 62.4 1.73 7.05 0.9 0.1 0.04 0.25 10 0.069 - - 8.4 <1.4 - 

Clear flow, no 

odor 
 

666667102.

00 

Off Nonantum 

Road near Dr. Paul 

Dudley White Bike 

Path 

Charles River  6/4/2020 24.5 1965 8.76 1.2 0.0 0.00 0.00 50 0.080 - - 8.50 - - 
Clear flow, No 

Odor 
 

23957.00 

Off Alewife Brook 

Parkway near 

Alewife Greenway 

Bikepath 

Alewife Brook 

MA71-04 
High 5/28/2020 20.1 2210 7.69 1.1 0.0 0.00 0.00 30 0.039 - - 12.60 - - 

Clear Flow, No 

Odor 
 

21906.00 

Off Alewife Brook 

Parkway near 

General Park 

Alewife Brook 

MA71-04 
High 5/28/2020 21.9 2760 7.5 1.4 0.1 0.00 0.25 1,100 0.059 - - 10.89 - <2 

Clear Flow, 

Sheen/Scum 

Present, No Odor 

 

22035.00 

Off Alewife Brook 

Parkway near 

Dilboy Field 

Alewife Brook 

MA71-04 
High 6/1/2020 16.6 630 8.37 0.4 3.0 0.00 0.00 - - - - 9.28 - <2 

Clear Flow, 

Sheen/Scum 

Present, No Odor 

 

22531.00 

Off Alewife Brook 

Parkway near 

Dilboy Field 

Alewife Brook 

MA71-04 
High 6/3/2020 22.1 2180 8.47 1.4 0.2 0.00 0.50 7,000 - - - 6.90 - - 

Clear Flow, No 

Odor 

Results exceed the sewage indicator criteria, 

and surfactants higher than expected 

stormwater values indicates some follow up 

should be done before moving to potential 

wet weather sampling. 

22723.00 

Off Mystic Valley 

Parkway near 

Mystic River 

Reservation 

Mystic River 

MA71-02 
High 6/3/2020 22.4 1136 7.86 0.6 0.1 0.18 0.00 - 0.062 <0.004 - 8.42 - 16 

Clear Flow, No 

Odor 
 

30341.00 

Off Mystic Valley 

Parkway near 

Mystic River 

Reservation 

Mystic River 

MA71-02 
High 6/3/2020 20.1 1627 8.91 1 0.0 0.00 0.25 70 0.040 <0.004 - 8.90 - - 

Clear Flow, No 

Odor 
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O
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Sewage 

indicator a 

   

    

 
≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

30601.00 

(MH30597.

00) 

Off Mystic Valley 

Parkway near the 

I-93 Interchange 

Mystic River 

MA71-02 
High 6/3/2020 17.3 1539 6.89 0.8 2 0.26 0 - - - - 3.84 - - 

Tea/coffee color 

flow, no odor 
 

30956.00 

Off Mystic Valley 

Parkway near 

Mystic River Path 

Mystic River 

MA71-02 
High 6/4/2020 20.3 1027 8.25 0.6 0.2 0.00 0.25  0.045 <0.004 - 9.50 - 16 

Clear Flow, No 

Odor 
 

30948.00 

(MH30949.

00) 

Off Fellsway near 

Fellsmere Rd and 

Savin St 

Fellsmere Pond 

MA71016 
High 6/11/2020 19.8 1039 7.02 0.5 0.1 0.08 0 <10 0.071 - <10 5.24 - 0.071 

clear flow, no 

odor 
 

16057.00 
Off Shore Drive 

near Fellsway 

Mystic River 

MA71-02 
High 6/10/2020 17.5 1430 7.79 2.4 0.2 0.29 2.00 2,100 0.074 <0.004 - 10.28 - - 

Clear Flow, No 

Odor 

Results exceed the sewage indicator criteria, 

and surfactants and chlorine higher than 

expected stormwater values indicates some 

follow up should be done before moving to 

potential wet weather sampling. 

23845.00 
Off Lynn Fells 

Parkway 

Bennetts Pond 

Brook MA93-

48 

High 6/16/2020 19.1 521 7.41 0.2 0.0 0.00 0.00 - - - 1,800 10.94 - - 
Clear Flow, No 

Odor 
 

23587.00 
Off Fellsway E near 

Spot Brook 

Malden River 

MA71-05 
High 6/16/2020 16 555 7.05 0.3 0.0 0.00 0.00 60 0.020 - - 10.16  <2 

Clear Flow, No 

Odor 
 

15562.00 

Off East Border 

Road near Fellsway 

East 

Malden River 

MA71-05 
High 6/16/2020 18.9 461 7.92 0.2 0.0 0.00 0.00 1,000 0.034 - - 11.08  <2 

Clear Flow, No 

Odor 
 

22556.00 
Off Fellsway W 

near I-93 

Mystic River 

MA71-02 
High 6/16/2020 17.5 992 7.18 0.4 0.0 0.12 0.00 1,700 0.037 - - 

10.53 

 
 <2 

Clear Flow, No 

Odor 
 

22554.00 

Off Lynn Fells 

Parkway near 

Bellevue Golf 

Course 

Bennetts Pond 

Brook MA93-

48 

High 6/18/2020 17.4 790 6.81 0.4 0.0 0.10 0.25 >80,000 - - 2,700 -  - 
Clear Flow, Musty 

odor 

Results exceed the sewage indicator criteria, 

and high chlorine and surfactants with 

observation of cloudy flow indicates some 

follow up should be done before moving to 

potential wet weather sampling. 

666667014.

00 

Off Mystic Valley 

Parkway 

Mystic River 

MA71-02 
Low 6/3/2020 19 1825 7.35 0.9 0.4 0.22 0.25 1,900 0.231 0.007 - 8.75  - 

Clear Flow, No 

Odor 

Moved to high priority due to sewage 

indicator criteria and high chlorine and 

surfactants.  
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Sewage 

indicator a 

   

    

 
≥0.5 

mg/L 

> 0.02 

mg/L 

≥0.25 

mg/L 

235 

colonies/ 

100 mL b 

 

     
Olfactory or 

visual evidence 

 

 Low Priority: Move on to Catchment Investigation 

66666701

6.00 

Off Alewife 

Brook Parkway 

near Dilboy Field 

Alewife 

Brook MA71-

04 

Low 6/3/20 19.2 1453 8.31 0.9 0.2 0.00 0.00 280 0.034 - - 8.79  - 

Clear Flow, 

Sheen/Scum 

Present, No Odor 

 

66666714

4.00 (MH 

13384)*  

Off Woodland 

Rd 

Spot Pond 

MA71039 
- 6/15/20 21 1344 8.16 0.8 0.4 0.1 0.25 - - - - - - - 

clear flow, no 

odor 

Taken at upstream manhole, not outfall. 

Both inlets flowing, sample taken from 

outlet. 

66666714

4.00 (MH 

13474)*  

Off Woodland 

Rd 

Spot Pond 

MA71040 
- 6/15/20 17.3 599 7.2 0.3 0 0 0 - - - - - - - 

clear flow, no 

odor 

Taken at upstream manhole, not outfall. N 

and S inlets flowing, sample taken from 

outlet. 

Notes: Data shown in bold print exceed MS4 Permit indicators of likely sewage input individually. 

*Outfall location was mapped July 2020, no PY 1 Outfall Priority was assigned. 

a. MA MS4 General Permit. https://www3.epa.gov/region1/npdes/stormwater/ma/2016fpd/final-2016-ma-sms4-gp.pdf 

b. Massachusetts Surface Water Quality Standards. https://www.mass.gov/doc/314-cmr-4-massachusetts-surface-water-quality-standards/download 

 

https://www3.epa.gov/region1/npdes/stormwater/ma/2016fpd/final-2016-ma-sms4-gp.pdf
https://www.mass.gov/doc/314-cmr-4-massachusetts-surface-water-quality-standards/download

